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SHEET NOTES:

EXISTING CONVECTOR TO BE
REMOVED. REMOVE ALL ASSOCIATED
PIPING AND CONTROLS.

REMOVE EXISTING THERMOSTAT.
COORDINATE WITH GC TO PATCH
EXISTING WALL TO MATCH EXISTING.

EXISTING FLUE DUCT TO BE REMOVED.

REMOVE EXISTING BOILER AND ALL
ASSOCIATED PIPING, CONTROLS,
FLUES, ACCESSORIES, ETC.

REMOVE EXISTING FURNACE AND
ASSOCIATED PIPING, CONTROLS,
FLUES, ACCESSORIES, ETC.

REMOVE EXISTING CONDENSING UNIT
AND ASSOCIATED PIPING, CONTROLS,
ACCESSORIES, ETC.

REMOVE EXISTING DUCT WORK AS
SHOWN.

EXISTING DUCT BRANCH SHALL
REMAIN.

REMOVE EXISTING FLOOR SUPPLY
GRILLES. SEE ME1.1 FOR NEW GRILLE
LAYOUT.
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SCALE:
MECHANICAL DEMOLITION BASEMENT FLOOR PLAN

1/4" = 1'-0"
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SCALE:
MECHANICAL DEMOLITION FIRST LEVEL FLOOR PLAN

1/4" = 1'-0"



SCALE:
MECHANICAL BASEMENT FLOOR PLAN

1/4" = 1'-0"
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SCALE:
MECHANICAL FIRST LEVEL FLOOR PLAN

1/4" = 1'-0"

SHEET NOTES:

DUCT WORK RUN BETWEEN JOISTS IN
BASEMENT CEILING SPACE.

DUCT WORK RUN BELOW JOISTS IN
BASEMENT CEILING SPACE.

DUCT WORK RUN IN ATTIC SPACE
ABOVE FIRST FLOOR CEILING.

REUSE EXISTING FLOOR PENETRATION
WHERE POSSIBLE.

SIDEWALL SUPPLY GRILL IN SOFFIT.
COORDINATE WITH ARCHITECTURAL
PLANS FOR EXACT SOFFIT LOCATION.

PROVIDE AUTOMATIC MINIMUM
OUTSIDE AIR DAMPER.

RUN DUCT IN CHASE. COORDINATE
WITH ARCHITECTURAL PLANS.

COORDINATE WITH ARCHITECTURAL
PLANS FOR HOUSE KEEPING PAD.
PROVIDE REFRIGERANT PIPING TO
COOLING COILS PER MANUFACTURERS
RECOMMENDATIONS.

PROVIDE CEILING MOUNTED EXHAUST
FAN WITH MANUFACTURERS WALL CAP.
COORDINATE WITH G.C. FOR ALL NEW
WALL PENETRATIONS.

PROVIDE NEW FRESH AIR LOUVER IN
WALL. COORDINATE WITH G.C. FOR
CUTTING OF WALL.

RE-CONNECT TO EXISTING DUCT
WORK.

PROVIDE NEW FURNACE SPLIT
SYSTEMS. PROVIDE REFRIGERANT
PIPING. CONNECT ALL SUPPLY AND
RETURN DUCTS WITH FLEX
CONNECTIONS. PROVIDE TRANSITIONS
AS NECESSARY.

PROVIDE FLUE AND COMBUSTION AIR
PIPING PER MANUFACTURERS
REQUIREMENTS. MAINTAIN A MINIMUM
OF 10' FROM FRESH AIR LOUVERS.
COORDINATE EXACT LOCATION AND
RATING WITH FIELD CONDITIONS, AND
ALL OTHER DISCIPLINES.

PROVIDE REFRIGERANT PIPING FROM
OUTDOOR CONDENSING UNIT TO
INDOOR FURNACE. COORDINATE
SIZING ON CHART ME5.2 AND
MANUFACTURERS GUIDELINES.
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MECHANICAL
FLOOR
PLANS

GENERAL NOTES:

1. MOUNT SIDEWALL RETURN AND
TRANSFER GRILLES AT 6" A.F.F..

2. ALL FLOOR GRILLES SHALL BE NEW.
COORDINATE WITH G.C. TO MODIFY
FLOOR PENETRATIONS AS NECESSARY.
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SHEET NOTES:

REMOVE EXISTING WASHER AND
DRYER PIPING BACK TO MAIN.

REMOVE FIXTURES AND ASSOCIATED
PLUMBING PIPING BACK TO MAIN.

REMOVE FIXTURES.

REMOVE GAS PIPING BACK TO
EXTERIOR BASEMENT WALL
PENETRATION.

REMOVE EXISTING WATER HEATER
AND ASSOCIATED CONTROLS, FLUES,
ACCESSORIES, ETC.

RELOCATE EXISTING FLOOR DRAIN.
PROVIDE NEW GRID STRAINER. SEE
PE1.1.
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SCALE:
PLUMBING DEMOLITION BASEMENT FLOOR PLAN

1/4" = 1'-0"
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SCALE:
PLUMBING DEMOLITION FIRST LEVEL FLOOR PLAN

1/4" = 1'-0"



SCALE:
PLUMBING BASEMENT FLOOR PLAN

1/4" = 1'-0"
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SCALE:
PLUMBING FIRST LEVEL FLOOR PLAN

1/4" = 1'-0"

SHEET NOTES:

RECONNECT TO EXISTING PLUMBING.
MODIFY AND EXTEND PIPING TO NEW
FIXTURES.

RECONNECT EXISTING WATER PIPING
TO NEW WATER HEATER.  MODIFY AND
EXTEND PIPING AS NEEDED.

TIE INTO ROUGH INS FOR NEW
BATHROOM GROUP.

COORDINATE WITH QUESTAR TO
UPGRADE METER IN ORDER TO MEET
NEW GAS REQUIREMENTS.
GAS REQUIREMENTS:
DESIGN PRESSURE: 4 OZ
MAX CFH: 450
LONGEST LENGTH: 80'

CONNECT TO EXISTING GAS LINE IN
THIS APPROXIMATE LOCATION.

EXISTING WATER MAIN AND PRV SHALL
REMAIN.

TIE INTO EXISTING SANITARY SEWER
LINE. COORDINATE WITH G.C. TO SAW
CUT AND PATCH FLOOR AS
NECESSARY. FIELD VERIFY EXACT
LOCATIONS AND CONDITIONS PRIOR
TO CUTTING.

PROVIDE CONDENSATE PUMP TO
COLLECT CONDENSATE FROM
FURNACE F-1 & F-3 AND PIPE TO
MECHANICAL ROOM. SEE MECHANICAL
PLANS AND SCHEDULES.

2" SANITARY SEWER LINE DOWN. TIE IN
TO NEW SANITARY SEWER LINE FOR
NEW FLOOR DRAINS.

1/2" CW LINE UP TO NEW DRINKING
FOUNTAIN.

PROVIDE WITH AIR ADMITTANCE
VALVE.

TIE INTO EXISTING SANITARY SEWER
LINE. FIELD VERIFY EXACT LOCATIONS
AND CONDITIONS.
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PLUMBING
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PLANS
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